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FIT APPLICATION AND CONNECTION GUIDELINES
Note: FIT projects are greater than 10 kW and will require a connection impact assessment.
1. Please complete the Grimsby Power - Initial Feasibility Assessment form available on our website.  Please deliver, fax or email this to:
Sean Pook
Grimsby Power Incorporated (GPI)

231 Roberts Road

Grimsby ON L3M 5N2

(905) 945-5437 ext 224
Fax: (905) 945-9933

Seanp@grimsbypower.com
2. We will contact you with 15 days to provide connection details once we have reviewed your project.  It is your responsibility to comply with the OPA (Ontario Power Authority) rules and the ESA (Electrical Safety Authority) guidelines.

3. Please visit the Ontario Power Authority’s (OPA) FIT website at www.fit.powerauthority.on.ca for program rules and information.  You may also wish to contact the ESA at 1-877-ESA-SAFE. 
4. Once you have reviewed the information from the OPA and ESA, GPI will conduct an initial consultation meeting (this may be conducted by phone) to review the feasibility of your project, discuss connection details and cost estimates.
5. After the consulation meeting, the customer can apply for a FIT contract and pay the application fees to the OPA.
6. If your project is determined by the OPA to be capacity allocation exempt it will proceed directly to a conditional FIT contract and no TAT or DAT is required (see next step).
7. If your project is not capacity allocation exempt the OPA will require the Transmission Availability Test (TAT) and/or the Distribution Availability Test (DAT).  This will determine if the project can be readily connected and be issued a FIT contract.
8. Customers must apply for a Connection Impact Assessment (CIA) through Grimsby Power to determine available capacity and the impact of this project on our distribution system. See our website for the CIA form under the Directory menu, select Services under this menu.  Grimsby Power will also make an application on behalf of the customer to Niagara West Transformer Corporation or Hydro One as they own the transformer stations that supply our distribution system.  In short, the overall system impact must be evaluated.  
9. The Customer will be responsible for paying the actual costs of the Connection Impact Assessments.  Grimsby Power will require a deposit of $10,000 (certified funds) prior to initiating the CIA's  Upon completion of the CIA's the deposit will be used as a credit towards the actual costs incurred and the customer will either be refunded or invoiced the difference.
10. The CIA will be conducted within 60 days should no distribution system modification be required (otherwise this will be 90 days). Upon successful completion of the CIA, the customer will be allocated capacity.
11. If modification to the distribution system is required, the customer will sign an Offer to Connect Cost Recovery Agreement (CCRA) and agree to pay for distribution upgrades required.
12. The customer proceeds to build the generation project being mindful that engineering drawings and plans should be submitted to the ESA for approval. 
13. The customer arranges for an Authorization to Connect from the ESA.

14. Grimsby Power requires the customer to sign a Connection Agreement (available on our website) and open a FIT customer account (monthly charges apply as determined by the Ontario Energy Board).

15. Grimsby Power may inspect the generation facility at any time.

16. Grimsby Power will connect the project once ESA Authorization to Connect is received.

17. Grimsby Power will pay the customer at the FIT kWh rate as contacted with the Ontario Power Authority.
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